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GENERAL NOTES
1. DRAWINGS ARE DIAGRAMMATIC ONLY AND REPRESENT THE GENERAL SCOPE OF THE WORK. PRIOR TO

SUBMITTING BID, VISIT THE JOB SITE TO OBSERVE THE EXISTING CONDITIONS OF THE REQUIREMENTS THAT
MAY NOT BE SPECIFICALLY CALLED OUT IN THIS PORTION OF THE CONSTRUCTION DOCUMENTS. NOTIFY
ARCHITECT OF ANY CONFLICTS OR DISCREPANCIES PRIOR TO SUBMISSION BID.

2. INSTALLATION OF EQUIPMENT SHALL COMPLY WITH EQUIPMENT MANUFACTURER'S INSTALLATION AND
CLEARANCE REQUIREMENTS TO ALLOW FOR INSPECTION, SERVICE, REPAIR OR REPLACEMENT.

3. CONTRACTOR SHALL COMPLY WITH ALL LANDLORD'S TENANT CRITERIA. COORDINATE AND SCHEDULE ALL
WORK WITH LANDLORD'S FIELD REPRESENTATIVE

4. IDENTIFY ALL ROOF MOUNTED EQUIPMENT WITH STORE NAME AND UNIT NUMBER USING PERMANENT
WEATHER PROOF 2" HIGH DIE-CUT LETTERS

5. ALL ROOFTOP EQUIPMENT SHALL BE SET LEVELED
6. CONTRACTOR SHALL COORDINATE ALL NEW AND EXISTING ROOF WORK TO CONFORM TO LANDLORDS

ROOFING STANDARDS AND PER LOCAL CODE REQUIREMENTS. FIELD VERIFY ALL ROOF WORK PRIOR TO BID.
7. REFER TO MECHANICAL DRAWINGS FOR EQUIPMENT
8. REFER TO STRUCTURAL FOR ADDITIONAL INFORMATION
9. R- VALUE OF RIGID INSULATION MAY VARY DEPENDING ON MANUFACTURER. CONTRACTOR SHALL BE

RESPONSIBLE FOR VERIFYING APPROPRIATE THICKNESS TO MEET R-VALUE REQUIREMENTS.
10. VERTICAL ROOF MEMBRANE SURFACES ON VERTICAL BACK WALLS OF PARAPET SURFACES SHALL BE

WHITE.
11. PROVIDE PIE SUPPORTS (NOT SHOWN HERE) FOR GAS AND CONDENSATE LINES AT 4'-0" O.C. MAX.
12. ALL CONDENSATE LINES SHALL BE INSTALLED TO PROVIDE POSITIVE DRAINAGE.GENERAL CONTRACTOR

SHALL PROVIDE BLOCKING AS REQUIRED TO ELIMINATE SAGGING.
13. ROOF PENETRATIONS TO BE INSTALLED PER DETAILS. - SEE STRUCTURAL DRAWINGS FOR MORE

INFORMATION.

LEGEND
RTU -  SEE MECHANICAL SHEETS

MAU - SEE MECHANICAL DRAWINGS

PROVIDE TAPERED RIGID INSULATION CRICKETS TO PROVIDE PROPER
DRAINAGE (1/4" :1'-0") AS REQUIRED. VERIFY LOCATION IN FIELD.

GC TO PROVIDE TPO ROOF MEMBRANE WITH R-30 MIN RIGID
INSULATION OVER ROOF THROUGHOUT.

ROOF HATCH.  - SEE DETAIL 1/A303.

EXTERIOR CANOPY.

CONDENSING UNIT FOR WALK IN COOLER AND FREEZER SEE
MECHANICAL DRAWINGS.

ROOF DRAIN COMBINATION WITH OVERFLOW ROOF DRAIN.

ROOF DRAIN.

PRE MANUFACTURED CANOPY DOWNSPOUT. SEE ELEVATIONS FOR
MORE INFORMATION.

EXHAUST FAN

PARAPET WALLS

ROOF MEMBRANE:
- MECHANICALLY FASTENED, POLYVINYL

CHLORIDE (PVC) ROOFING SYSTEM
- SEE COMCHECK ON SHEET A005 FOR MINIMUM

R-VALUE FOR RIGID INSULATION
- THICKNESS: 40 MILS.
- EXPOSED FACE COLOR, WHITE

COORDINATE EXACT LOCATIONS OF RTUs WITH
STRUCTURAL. DIMENSION REQUIRED OPENINGS
FOR STRUCTURAL SHOP DRAWINGS. CONFIRM
UNITS ARE CORRECT SIZE AND OPENING
LOCATIONS FOR SUPPLY AND RETURN.

WALKWAY:
- FACTORY FORMED, NON-SLIP, HEAVY DUTY

WALKWAY PADS OR ROLLS
- APPROXIMATE 3/16" THICK
- APPROXIMATE 30" X 60"

R
O

O
F SLO

PE

1/4" PER
 12"

R
O

O
F SLO

PE

1/4" PER
 12"

MATCHLINE
SHEET 2/A3.1b
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