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E.C. TO RELOCATE EXISTING STREET

@ - LIGHT. EXTEND EXISTING CIRCUIT(S)
PER CITY REQUIREMENTS.

SEE NOTES #1 & #2

—

ELECTRICAL SITE PLAN

SCALE: 1"=60"-0"

SEE NOTES #1 & #2

NOTES:

1. EACH LIGHT FIXTURE TO HAVE MOTION SENSOR CONTROL. LIGHT FIXTURES TO
DIM TO 33% AFTER 15 MINUTES OF NO MOTION DETECTED. ALL LIGHTS ON THAT
CIRCUIT TO COME TO FULL BRIGHTNESS WHEN ONE MOTION SENSOR IS
ACTIVATED ON THAT CIRCUIT.

2.  2#3 THWN & 1#8 GND. IN 3/4" C. TO LIGHTING PANEL VIA PHOTOCELL-ON,
TIMECLOCK-OFF.

THESE PLANS COMPLY WITH NAPERVILLE MUNICIPAL CODE SECTION 6-14-4:3
AND ALL LIGHT FIXTURES ARE "DARK SKY" COMPLIANT.
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PHOTOMETRIC SITE PLAN

SCALE: 1"=60"-0"
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LIGHTING ANALYSIS NOTES:
(NAPERVILLE REQUIREMENTS)

1.

AVERAGE FOOTCANDLES:

MAXIMUM FOOTCANDLES:

MINIMUM FOOTCANDLES:

MAXIMUM/MINIMUM RATIO:

AVERAGE/MINIMUM RATIO:

>0.8
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>0.2
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<41

LIGHTING ANALYSIS NOTES:
(PAVED AREAS ONLY)
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THESE PLANS COMPLY WITH NAPERVILLE MUNICIPAL CODE SECTION 6-14-4:3
AND ALL LIGHT FIXTURES ARE "DARK SKY" COMPLIANT.
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A0 1. THESE PLANS COMPLY WITH NAPERVILLE MUNICIPAL CODE SECTION 6-14-4:3
5502 AND ALL LIGHT FIXTURES ARE "DARK SKY" COMPLIANT.
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1. MAXIMUM AT PROPERTY LINE IS Y, EOF “_\,\ﬁ ™
LESS THAN 0.5 FOOTCANDLES.
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2.  THESE PLANS COMPLY WITH NAPERVILLE MUNICIPAL CODE SECTION 6-14-4:3
AND ALL LIGHT FIXTURES ARE "DARK SKY" COMPLIANT.

1. EACH LIGHT FIXTURE TO HAVE MOTION SENSOR CONTROL. LIGHT FIXTURES TO
DIM TO 33% AFTER 15 MINUTES OF NO MOTION DETECTED. ALL LIGHTS ON THAT
CIRCUIT TO COME TO FULL BRIGHTNESS WHEN ONE MOTION SENSOR IS

ACTIVATED ON THAT CIRCUIT.

SYMBOLS / ABBREVIATIONS
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AFF
AFG
AFI

AV
BB
BFC
BOL
BRKR
BWE
CBA
cpP
CRCT
CTL
DCP
DISC
EC
EM
ER
ETC
EX
EXD
EXR
EWC
FAAP
FACP
FLA
FLSW
FPC
FURN
GC
GFCI
GND
HOA
HP
HVAC
IG
INT
IR
V]
JB
KW
LCP
LOC
LT
LTSW
LVT
MAG
MAN
MCA
MSPL
NL
NU
OHP
0s
ou
PB
PC
PESW
PHOTO
PW
RC
RCC
RECEPT
SBA
SC
SPSW
SS
ST
SW
T
TBD
TC
TCC
TCP
um
UNO
VFD
w
WP
XFMR

WALL BRACKET/WALL SCONCE FIXTURE - SEE FIXTURE SCHEDULE

SURFACE/PENDANT FIXTURE - SEE FIXTURE SCHEDULE

RECESSED DOWNLIGHT FIXTURE - SEE FIXTURE SCHEDULE

POLE & LUMINAIRE(S) FIXTURE - SEE FIXTURE SCHEDULE

SWITCHED CIRCUIT

BRANCH CIRCUIT

ABOVE FINISHED FLOOR

ABOVE FINISHED GRADE

ARC FAULT INTERRUPTER
AMPERES/AMPERAGE

AUDIO VISUAL

BATTERY BACKUP

BELOW FINISHED CEILING

BUILT-IN OVERLOAD

BREAKER

BAKED WHITE ENAMEL

COLOR BY ARCHITECT

CONTROL PANEL

CIRCUIT

CONTROL

DOCK EQUIPMENT CONTROL PANEL
DISCONNECT

ELECTRICAL CONTRACTOR
EMERGENCY

EXISTING RELOCATED
ELECTRONIC TIME CLOCK CONTROL
EXISTING TO REMAIN

EXISTING TO BE DEMO'D

EXISTING TO BE RELOCATED
ELECTRIC WATER COOLER

FIRE ALARM ANNUNCIATOR PANEL
FIRE ALARM CONTROL PANEL
FULL LOAD AMPS

FLOAT SWITCH

FIRE PROTECTION CONTRACTOR
FURNISHED

GENERAL CONTRACTOR

GROUND FAULT CIRCUIT INTERRUPTER
GROUND

HAND-OFF-AUTOMATIC SWITCH
HORSEPOWER

HEATING AND VENTILATING CONTRACTOR
ISOLATED GROUND

INTEGRAL

IN ROOM

IN UNIT

JUNCTION BOX

KILOWATTS

LIGHTING CONTROL PANEL
LOCATION

LOW TEMPERATURE

LIGHT SWITCH

LOW VOLTAGE THERMOSTAT
MAGNETIC STARTER

MANUAL STARTER

MINIMUM CIRCUIT AMPS

MANUAL STARTER WITH PILOT LIGHT
NIGHT LIGHT

NEAR UNIT

OVERHEAT PROTECTION
OCCUPANCY SENSOR

ON UNIT

PUSH BUTTON

PLUMBING CONTRACTOR
PNEUMATIC ELECTRIC SWITCH
PHOTOCELL

PREWIRED

REFRIGERATION CONTRACTOR
REFRIGERATION CONTROL CONTRACTOR
RECEPTACLE

SELECTED BY ARCHITECT
SEPARATE CIRCUIT

SPEED SWITCH

SOFT START

SHUNT TRIP

SWITCH

LINE VOLTAGE THERMOSTAT

TO BE DETERMINED

TIME CLOCK

TEMPERATURE CONTROL CONTRACTOR
TEMPERATURE CONTROL PANEL
UNIT MANUFACTURER

UNLESS NOTED OTHERWISE
VARIABLE FREQUENCY DRIVE
WATTS

WEATHER PROOF ("WHILE-IN-USE")
TRANSFORMER

d¥series

Specifications

EPA: 0.69 f2 B
(0.06m?) -
. 32.71"
Length: 631 am)
dth: 14.26"
Width: 3620m)
; . 7.88"
Height H1: (2000m)
; . 273" L
Height H2: 9em) //// 3
Weight: 34 Ibs e

(154 kg)

Design Select options indicated
e

by this color background.

DSX1LED

[ ] '(atalog
D-Series Size 1
LED Area Luminaire P

':l‘erim" 'Type
W FRIENDLY

B =

DSX1LED Forward optics | (this section 70CRI only)
P1 P6 30K 3000K
P2 P7 40K  4000K
P3 P8 50K 5000K
P4 P9 (this section 80CRI only,
P5 :xtelg)ded lead times
pp

ot 2K 2700K
P10 P12 30K 3000K
P11t P13 35K 3500K

40K 4000K

50K 5000K

Shipped installed

NLTAIR2 PIRHN

PIR

PER

PERS

nLight AIR gen 2 enabled with
bi-level motion / ambient

sensor, 8-40'mounting height,

ambient sensor enabled at
sz 11,12,20,21

High/low, motion/ambient
sensor, 8-40'mounting height,
ambient sensor enabled at

sz 3,200

NEMA twist-lock receptacle
only (controls ordered sepa-
rate) "

Five-pin receptacle only
(controls ordered separate) %'

, LITHONIA
LIGHTING.

COMMERCIAL OUTDOOR

PER7

FAO
BL30

BL50

DMG

DS

[ T H

=

Introduction

The modern styling of the D-Series features a
highly refined aesthetic that blends seamlessly
with its environment. The D-Series offers the
benefits of the latest in LED technology into

a high performance, high efficacy, long-life

luminaire.

The photometric performance results in sites
with excellent uniformity, greater pole spacing
and lower power density. D-Series outstand-
ing photometry aids in reducing the number of
poles required in area lighting applications with
typical energy savings of 65% and expected
service life of over 100,000 hours.

design select

*See ordering tree for details

[tems marked by a shaded background qualify for the Design Select program and ship in 15
days or less. To learn more about Design Select, visit www.acuitybrands.com/designselect.

EXAMPLE: DSX1 LED P7 40K 70CRI T3M MVOLT SPA NLTAIR2 PIRHN DDBXD

AFR

70CRI T1S

70CRI 2M

0K el
T3LG
TAM

TALG
TFTM

Seven-pin receptacle only
(controls ordered separate) 2"

Field adjustable output ™'

Bi-level switched dimming,
30%16,21

Bi-level switched dimming,
50% 16,21

0-10v dimming wires pulled
outside fixture (for use with

an external control, ordered

separately) 7

Dual switching ™ 12!

Automotive front row TSM  TypeV medium MVOLT  (120V-277V)*
Type I short T5LG  TypeVlowglare | HVOLT  (347V-480V)>
Type Il medium CTSW TypeV wide XVOLT  (277V - 480V)7
Type lll medium ¢ BLG3 Typelll backiight | 120%%
Typelll low glare’ controf® 20862
Type IV medium i BLC4 Type v backlight 2401626
Type IV low glare ol 277%%
ype oW gare ¢ LCCO  Left comer -
For\(/j{ard throw : cutoff? 347%
medm ¢ RCCO  Right comer 480"
: cutoff®
Shipped installed
SPD20KV 20KV surge protection

HS

L90
R90
CE

Houseside shield (black finish standard) 2
Left rotated optics'

Right rotated optics’

Coastal Construction®

HA 50°Cambient operation

BAA Buy America(n) Act and/or Build America Buy America Qualified
SF Single fuse (120, 277, 347V) *

DF Double fuse (208, 240, 480V) %

Shipped separately

EGSR
BSDB

External Glare Shield (reversible, field install required, matches housing finish)

Bird Spikes (field install required)

One Lithonia Way ® Conyers, Georgia 30012 e Phone: 1-800-705-SERV (7378)
© 2011-2025 Acuity Brands Lighting, Inc. All rights reserved.

Shipped included

SPA Square pole mounting (#8 drilling)
RPA" Round pole mounting (#8 drilling)
SPA5  Square pole mounting #5 drilling®
RPA5  Round pole mounting #5 drilling®

SPA8N  Square narrow pole mounting
#8 drilling

WBA  Wall bracket

MA Mast arm adapter (mounts on 2
3/8" 0D horizontal tenon)

DDBXD
DBLXD
DNAXD
DWHXD
DDBTXD
DBLBXD
DNATXD
DWHGXD

Dark Bronze

Black

Natural Aluminum

White

Textured dark bronze
Textured black

Textured natural aluminum
Textured white

DSX1-LED
Rev. 01/28/25
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FIXTURE SCHEDULE e
INPUT COLOR CRI BUG CONTROLS
TYPE | watrs | VOLTS | LUMENS | Z20 DESCRIPTION MANUFACTURER CATALOG NUMBER RATING | SHIELDING FINISH MOUNTING SEE NOTES
70+ | 80+ ] 90+ INTEGRAL | REMOTE
E | 124 277 14799 | 4000K EXTERIOR WALL BRACKET LITHONIA DSX1 LED-P4-40K-70CRI-T4M-MVOLT-WBA-NLTAIR2 PIRHN 202 ACRYLIC SBA WALL 25' AF.G. 0s P"T'ngFgN #
E1 | 124 277 16032 | 4000K POLE & LUMINAIRE LITHONIA DSX1 LED-P4-40K-70CRI-T3M-MVOLT-SPA-NLTAIR2 PIRHN 204 ACRYLIC SBA SEE DETAIL 1/E4 0s P"T'ngFgN #
E2 | 124 277 14799 | 4000K POLE & LUMINAIRE LITHONIA DSX1 LED-P4-40K-70CRI-T4M-MVOLT-SPA-NLTAIR2 PIRHN 202 ACRYLIC SBA SEE DETAIL 1/E4 0s P'}ngFgN #
FIXTURE SCHEDULE NOTES:
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